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DEPARTMENT OF TRANSPORTATION

STATE OF CALIFORNIA

& G/trans

Stiffener,
for location
see sheet E-264G

pull box on 3 sides
(Mounting base located at
‘ hinge side for Pull box A)

" L 51x51x6.4 stainless steel
non / mounting base welded to

DETAIL 1

TYPICAL PULL BOX - SIDE ELEVATION V]EW<:><:>
TYPICAL FOR PULL BOX A , B AND D

Hinge L 51x51x6.4 stainless steel
///Agrmounfing base welded to
pull box on 3 sides

(Mounting base located at
hinge side for Pull box A)

Padlock hasp
//ﬁgicnd staple

Clamp, as required,
457 max distance
on center (Typ)

19 dia mounting hole,
as required, 300 max
distance on center for
12.7 dia x 76 long
J-bolt with nut and
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4& washers (Typ)

DETAIL 1A

TYPICAL PULL BOX - TOP PLAN VIEW
TYPICAL FOR PULL BOX A , B AND D

THIS PLAN ACCURATE FOR ELECTRICAL WORK ONLY.

Stiffener,
for location
see sheet E-2640

o L 51x51x6.4 stainless
o steel mounting base
welded to pull box
|

on 3 sides

DETAIL 2

PULL BOX C - SIDE ELEVATION VIEW(2)

L 51x51x6.4 stainless
///47 steel mounting base
welded to pull box
on 3 sides

Padlock hasp
and staple
(Typ 2 places)

[, — Clamp, as required,
457 max distance
on center (Typ)

19 dia mounting hole,
as required, 300 max
distance on center for
12.7 dia x 76 long
J-bolt with nut and
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45 washers (Typ)

DETAIL 2A

PULL BOX C - TOP PLAN VIEW @

ALL DIMENSIONS ARE IN MILLIMETERS UNLESS OTHERWISE SHOWN.

DIST] COUNTY ROUTE OTaL PROJEET | o | |SHEETS
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REGISTERED ELECTRICAL ENGINEER DATE

PLANS APPROVAL DATE
PB AMERICAS, Inc.

A Parsons Brinckerhoff Company
303 Second St., Sufte TOON
San Francisco, CA  94107-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or completeness of electronic copies of this plan sheet.

Caltrans now has a web site! To get fo the web site, go to http:/ /www.dol.cagov

SHEET NOTES

@ Furnish and install two gas charged lift
supports to pull box door, gas |ift support
shall be sized for the individual door weight.

<:> Pull Box shall be fabricated of 304 stainless
steel, 14 gage (except the bottom plate which
shall be 10 gage), Nema type 4X in accordance
with the applicable industry standard.

NOTES:

1. References: o
- For plan and additional notes, see
sheet E-264A.

- For pull box exploded view, see sheet -

E-264G.
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